**Revisions:**

1. **Basement - Electrical Equipment Schedule**

<table>
<thead>
<tr>
<th>No.</th>
<th>Location of Power</th>
<th>UPS Power</th>
<th>Power Source</th>
</tr>
</thead>
<tbody>
<tr>
<td>E5</td>
<td>Single Phase Isolator VRF Hide-away unit (VRFHU-05)</td>
<td>2.700 kW</td>
<td>231/1/50 kV</td>
</tr>
<tr>
<td>E6</td>
<td>Single Phase Isolator VRF Hide-away unit (VRFHU-06)</td>
<td>4.620 kW</td>
<td>231/1/50 kV</td>
</tr>
</tbody>
</table>

Note:
- Issued for Tender 30.09.2019 SvH
- Installed equipment is shown in red, existing equipment in blue
- Existing equipment has been drawn up from a scanned As Built drawing, and therefore issued for information only
- Exact position and layout to be confirmed on site

**Legend:**
- Blue: New installation
- Green: Existing equipment
- Red: As Built drawing

---

**Standard Mechanical Notes:**

- Drawings shall not be used or reproduced in any way, without written permission from the owner.
- All drawings are subject to change without notice.
- The drawing is based on the Architect's drawing No: 181017

---

**DBSA CORE BUILDING**

**Basement Plan**

**Altered HVAC Layout**

<table>
<thead>
<tr>
<th>COV</th>
<th>CB</th>
<th>181017</th>
<th>A</th>
<th>481</th>
<th>0</th>
</tr>
</thead>
</table>

---

**NOTE:**

Existing equipment has been drawn up from a scanned As Built drawing, and therefore issued for information only.

Exact position and layout to be confirmed on site.